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Department of Commerce
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201 West Washington Avenue
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Evaluation #

200322-H
(Replaces 200074-H Revision 2)

Wisconsin Building Product Evaluation

Direct Vent Furnace:
Up-Flow & Down-Flow, Gas-Fired

Rheem Manufacturing Company
Air Conditioning Division
P.0.Box 17010

Fort Smith, Arkansas 72917-7010

Manufacturer:

SCOPE OF EVALUATION: This review includes the cited: Comm code
requirements in accordance with the current Wisconsin Dwelling Code
(UDC); International Building Code (IBC); International Mechanical
Code (IMC); and International Fuel Gas Code (IFGC).

Approved Product(s): Trade Name: Rheem (RGEC-, RGKB-, RGED-,
RGKC-, RGR(A, J)-, RGT (A, J)-, RGSA-, RGFD-, «RGGD-)(04E, 04N,
06E, 06N, 07E, 07N, 09E, 09N, 10E, 10N, 12E, 12N)(MAE, ZAJ, RJA,
MAGS, MAES, YBGS, ZAJS, MAKS, MAFS, RAJS, MCKS, ZCMS,
RCMS).

Trade Name: Ruud (UGEC-, UGKB-, UGED-, UGKC-, UGR(A, J)-,
UGT(A, J)-, UGSA-, UGFD-, £ UGGD-) (04E, 04N, 06E, 06N, 07E, 07N,
09E, 09N, 10E, 10N, 12E, 12N)( )(MAE, ZAJ, RAJ, MAES, YBGS, ZAJS,
MAKS, MAGS, MAFS, RAJS, MCKS, ZCMS, RCMS).

Trade Name: Weatherking (WGUC, WGDC)(045, 060, 075, 090, 105, 120)
(A-, B-)(D3, D4, D5); (WGR(A, J)-, WGT(A, J)-, WGSA-, WGFD-,
«*WGGD-)(04E, 04N, 06E, 06N, 07E, 07N, 09E, 09N, 10E, 10N, 12E,
12N)(MAE, ZAJ, RAJ, MAES, YBGS, ZAJS, RAJS, MAKS, MCKS,
ZCMS, RCMS). (90RJ, 90TJ)(04, 06, 07, 10, 12)(EE, EF, EG, EH) S 01.

Nordyne Trade Names: Intertherm and Miller (GIRC-, GIRL-, G2RC-,
G2RL-)(045A, 060A, 075A, 090A, 105A, 120A)(12, 13, 15, 18, 19, 20).

Heat Controller Trade Names: Century and Confort-Air (GZUB, GRDB,
GZUC, GZDC, GLDA, GLUA, GLD, GLDH)(45-, 60-, 75-, 90-, 105-, 120-
)(E3N, E3NX, E3.5N, E4N, E5N, E5NX).

Notes: 1) All models listed for use with natural gas, also liquefied petroleum gas with
the same inputs & trade names. 2) «Models may have prefix R, U, or W. Models with
prefix R have trade name Rheem. Models with prefix U have trade name Ruud.
Models with prefix W have trade name Weatherking. 3) RGRA, RGTA, UGTA,
WGTA, RGSA, UGRA, UGSA, WGRA & WGSA, final suffix may be B or S replaced
by D or V respectively.

SBD-5863 (R. 10/00)

Trade Name: Rheem
RGRK-04EMAES
RGRK-06EMAES
RGRK-07EMAES
RGRK-07EYBGS
RGRK-09EZAIJS
RGRK-10EZAIJS
RGRK-12ERAJS

Trade Name: Ruud
UGRK-04EMAES
UGRK-06EMAES
UGRK-07EMAES
UGRK-07EYBGS
UGRK-09EZAJS
UGRK-10EZAJS
UGRK-12ERAJS

TESTS: ANSI Z21.64 and ANSI Z21.47 the Standard for Direct
Vent Central Furnaces, tested and certified by CSA-International as
Direct Vent Sealed Combustion Chamber Appliances.

LIMITATIONS OF APPROVAL: The furnaces shall be installed
as allowed in s. Comm 20.04, s. Comm 23.04(1) of the UDC; s.
IBC 302.1, ss. IMC 301, 303 and 918.1; s. IFGC 617, their listing,
and the manufacturer's recommendations.

The equipment shall be installed as allowed by the particular
occupancy chapter.

This approval will be valid through December 31, 2008, unless
manufacturing modifications are made to the product or a re-
examination is deemed necessary by the department.

The Wisconsin Building Products Evaluation number must be
provided when plans that include this product are submitted for
review.

DISCLAIMER: The department is in no way endorsing or
advertising this product. This approval addresses only the
specified applications for the product and does not waive any
code requirement not specified in this document.
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